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TENDER FOR REPAIR , RE-COMMISSIONING AND ANNUAL MAINTENANCE OF THE EXISTING FIRE FIGHTING SYSTEMS INSTALLED AT ANDHERI QTRS., MUMBAI
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SMALL INDUSTRIES DEVELOPMENT BANK OF INDIA

BILL OF QUANTITIES

 FOR REPAIR, RE-COMMISSIONING AND ANNUAL MAINTENANCE OF THE EXISTING FIRE FIGHTING SYSTEMS INSTALLED AT ANDHERI OFFICERS QUARTERS, MUMBAI
(PREMISES DEPARTMENT)
PART-II

The Dy. General Manager  [Premises], 

SME Development Centre,

 Small Industries Development Bank of India

2nd Floor, Premises Department, 

Plot No-C-11, ‘G’ Block, 

Bandra Kurla Complex, 

Bandra (East), 

Mumbai-400 051

Phone No. 6753 1146/1220
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                              PART II

(Price bids)

Name of work : TENDER FOR REPAIR, RE-COMMISSIONING AND ANNUAL MAINTENANCE OF THE EXISTING FIRE FIGHTING SYSTEMS INSTALLED AT ANDHERI OFFICERS QUARTERS, MUMBAI
SCHEDULE OF QUANTITY

	BILL OF QUANTITIES FOR FIRE FIGHTING WORKS

	The work includes repairs and maintenance, design, supply, fabrication, erection, testing, and commissioning of the complete Fire Fighting System. The tenderer shall fill in the columns of rate and amount and submit the same along with the all technical details. The prices should be inclusive of all taxes & duties as applicable. 

	
	
	
	
	
	

	Sr.
No.
	Description
	Qty.
	Unit
	Rate. 

Rs.
	Amount

     Rs.

	A)
	PUMP ROOM :
	
	
	
	

	1
	Servicing, cleaning, varnishing, lubricating all moving parts of the Pump, motors, testing  and commissioning of the existing pumps and motors ( All Major repairs and replacement will be charged as per actual)

	A.1.1
	 Main Fire Hydrant Electrical Pump ( 30 to 60 HP) 
	1
	No.
	
	

	A.1.2
	Sprinkler Pump  ( 30 to 60 HP) 
	1
	No.
	
	

	A.1.3
	Jockey Pump. Electrical. (5 to 15 HP)
	1
	No.
	
	

	A.1.4
	Booster Pump Electrical ( 5 to 10 HP)
	1
	No.
	
	

	2
	CONTROL  PANEL :  
Servicing, testing and commissioning of Control panel including timer, contractor, setting of auto switch.                                                                                   Pump starter panel (Star Delta) for fire fighting system for above Pump with (a) Starter (b) voltmeter of range 0.500 'V', AC 50 Hz. (c) Ammeter AC 50 Hz. (d) Auto/manual circuit (e) Indicating lamps. ( Any parts if required to be repaired/ Replaced will be charged as per Actual)
	1
	No.
	
	

	3
	Deluge Valve :

Servicing of Deluge valve installed for sprinkler system . ( Any parts if required to be repaired/ Replaced will be charged as per Actual)
	1
	Set
	
	

	4
	Foot Valve. ( If required)
Supply, installation , testing & commissioning of  CI Body Foot Valve Flanges, Gaskets, etc. complete

	A 4.1
	150 mm
	2
	No.
	
	

	A 4.2
	100 mm
	1
	No.
	
	

	                                                                                                   TOTAL        (A)
	          


	Sr.
No.
	Description
	Qty.
	Unit
	Rate. 

Rs.
	Amount

     Rs.

	B
	COURTYARD:
	
	
	
	

	1
	Hydrant Valve.
Servicing, Cleaning, Testing and Commissioning of the existing Fire hydrant Valve. 
	4
	No.
	
	

	2
	Canvas Hose
Supply, installation , testing & commissioning of Canvas hose 15 mtrs in length and dia 63 mm and binding of the existing coupling. 
	4
	No.
	
	

	3
	Hose Box:
Supply, installation , testing & commissioning ofFRP Hose box to house single canvas hose & branch pipe
	4
	No.
	
	

	4
	Branch Pipe:

Supply, installation , testing & commissioning of Aluminium branch pipe 63 mm dia. With 20mm dia nozzle
	5
	No.
	
	

	                                                                                                         Total        (B)
	

	
	
	
	
	
	

	C
	Riser System:
	
	
	
	

	1
	Hydrant Valve.
Servicing, Cleaning, Testing and Commissioning of existing Fire hydrant Valve. 
	11
	No.
	
	

	2
	Hose Reel.
Supply, installation , testing & commissioning of Rubber hose on existing Reel drum.
	11
	No.
	
	

	3
	Gate Valve:

SITC of Gate valve of 20mm dia
	10
	No.
	
	

	4
	Hose Reel Drum:
Only servicing of existing hose reel drum
	10
	No.
	
	

	5
	Hose reel drum supply:

SITC of MS Hose reel drum
	10
	No.
	
	

	6
	Siamese Connection:

SITC of male coupling with NRV of Siamese connection
	4
	No.
	
	

	7
	Fire Service inlet:

SITC of male coupling of fire service inlet
	4
	No.
	
	

	8
	SITC of GM Ball valve 3/4", heavy duty including fitting charges
	11
	No.
	
	

	9
	Air Release Valve.
SITC of Air Release Valve Assembly. 
	1
	Set
	
	

	10
	Hose Box
Supply and Fixing of M.S Hose box of 16 mm gauge.
	10
	No.
	
	

	11
	Canvas Hose
Supply of Canvas hose bearing ISI mark of 15 mtrs in length X dia 63 mm and binding of the existing coupling ( If required)
	10
	No.
	
	

	12
	Branch Pipe
Supply of Branch Pipe bearing ISI Mark.
	10
	No.
	
	

	13
	Miscellaneous 
Servicing of Fire Service Inlet Coupling, Sluice Valve, Gate Vale, NRV, and other fittings.
	1
	Lumpsum
	
	

	14
	Sprinkler:

Sprinkler of 68 degree (ISI UL App.)
	15
	No.
	
	

	                                                                                                            Total     (C )
	

	Sr.
No.
	Description
	Qty.
	Unit
	Rate. 

Rs.
	Amount

     Rs.

	D
	Fire Alarm System
	
	
	
	

	1
	Supply and commissioning of Fire Alarm Panel of 12 Zone Conventional Type.
	1
	No.
	
	

	2
	Supply, Fixing and commissioning of Hooter assembly.
	11
	No.
	
	

	3
	Supply, Fixing and commissioning of Manual Call Point assembly.
	11
	No.
	
	

	4
	Supply and lying of 1.5 mm armoured cable bearing ISI mark.
	75
	mtrs.
	
	

	5
	Fire fighting training to members/ security personnel & employee
	
	
	

	                                                                                                            Total   (D)
	

	E
	ANNUAL MAINTENANCE CONTRACT
	
	
	
	

	1
	Annual maintenance of the wet riser fire fighting system as per the enclosed specification for the following buildings
	12
	Per Month
	
	

	                                                                                                             Total   (E)
	

	

	Summary:
	
	
	
	

	Sr. 
No.
	Description of job
	Amount

Rs.

	A
	PUMP ROOM 
	

	B
	COURTYARD 
	

	C
	RISER SYSTEM
	

	D
	FIRE ALARM SYSTEM
	

	E
	ANNUAL MAINTENANCE CONTRACT
	

	
	
	

	TOTAL: Rupees____________________________________________________________________ only.




Place : ____________                                                                   Signature of the Contractor with seal
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